M83723/76W1404N
M85049/52-1-14W
replaces:
MS24266R14B4PN
MS27291-3 SR
MS3476W14-4S
P1
N
1 Phase A A
400 Hz
30
2 P B
Fed From hase B
CB2BC
(Currently
25 Amp) 3 Phase C C
4 400 Hz Lo D
e AWG 12
P335M Length =60 "
Sta2 3@ Pwi) Sta2-2 Drop
FS 461L
18" from floor
R
1 28 VDC + A
2 28 VDC - B
7 Ground C
\/\ M83723/76W18086 MS3476W12-3SY
M85049/52-1-18W SR (MS3126F12-3SY)
P307M AWG 16 P3
Sta 2-1 Length = 45"
DC Power Drop
FS 439L
Note:

- AlIMS347xseries connectors require an M85049/52-1xxW strain relief (where xx = Shell Size)
- Wire is M22759/34-xx-9 or equivalent

MS3470W14-09S

J2

MS3470W14-4P

J1

RefAOC dwg#
430001-A

Mojo with Relay
(controlled by 28V)

MS24376-D1
CH# 6042H145

Bud Box Enclosure
# CU-3007-A
or Equivalent

MS3470W12-3PY
(MS3122E 12-3PY)
J3

3@ Pump Relay Box
Hanging from armrest sidewall
Centered atFS 436

Note:

PinsBD FH =#12
PinsACEG J=#20

Floor Mounted at

MS3476W14-09P FS 450, Outbd
P2
15 A Startup
8 A Continuous
——PhaseA—— B B ‘
A
——PhaseB— D D —‘
Electromech
—PhaseC—— F F Welco
3@ Pump
C Mot
- 400HzZLo— H | H otor
— 28V fromIL - A A 1
—28VtolL — ¢ C 2
Vacuum
—Iso Valve +— E E —28VDC+— Isolation Valve
G G Peter Paul
—Iso Valve - —28 VDC -— #5C-14K24
28 VDC
—Ground—— J J —Ground—— 0.25 Amp
Solenoid
MS3471W14-09S MS3476W14-09P
JM1 PM1
AWG 12 & 20
Length = 55"
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